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MC Vent Condenser LKP

Operating and Maintenance Instructions

1. You are advised to check the vent condenser for any damages (transportation damages) prior to its 

installation. Please report any defects immediately. You are especially advised to check if the droplet 

separator profiles have shifted positions during transport.

2. Vent condensers are shipped as a compact component. Please make sure that the direction of the 

arrow matches the direction of the airflow, while the ventilator‘s rotational direction matches the direc-

tion of the arrow indicating the proper rotational direction. 

3. Principally, the vent condenser‘s intake socket can be connected directly to the system. 

The condensate pipe has to be led leakproof into the system or a water treatment unit via a siphon. 

Now, the proper air ratio needs to be regulated with the help of the adjustable cooling air damper. 

In case there are still steam clouds exiting the system, the post-condensation unit has to be opened a 

little bit more. 

4.The installation room should be frost-protected and UV-opaque for all systems made from plastics.

5. Specific maintenance intervalls are to be determined with regard to the actual operating mode. 

As a rule of thumb:

The vent condenser should be checked for its functionality every 3 months and also cleaned, if 

necessary. Droplet separator profiles and radiator should be cleaned with water once a year. The con-

densate overflow has to be checked for possible plugging which is then to be removed 

immediately.


